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Utility Table 

Electricity Baseline Proposed Actual Normalized 

Annual Usage, kWh  793,530  491,806  682,361  881,976 

Annual Cost, $  $69,613  $43,263  $60,143  $77,473 

CDD  Not Used    Not Used   

  

Fuel (if applicable) Baseline Proposed Actual Normalized 

Annual Usage, MMBtu  9,324  5,886  6,390  15,305 

Annual Cost, $  $82,732  $50,381  $56,830  $135,562 

HDD  6,439    6,687   

 

Water/Sewage (if applicable) 

Annual Usage (specify units)                         

Annual Cost, $ $      $      $      $      

  

Total Annual Utility Cost, $  $152,345  $93,644  $116,973  $213,035 
 

 

 
 
*Normalized data includes standard and nonstandard adjustments.  These include weather, occupancy, building 
additions, equipment additions, set-point changes, and schedule overrides. A summary of the adjustments taken 

for this project can be found in the “Baseline Adjustments and Assumptions” on page 14.  
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